Inspectorate America S‘}f/
178 Mortland Road '
Searsport, Maine 04974
{207)548-6440

QUALITY CERTIFICATE

Vessel SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report SP/20001213
Customer SPRAGUE Date December 12, 2000 Reference
Operation ANALYSIS Terminal SPRAGUE Sample # 2460344
Name of material being tested NO. 6 FUEL OIL 0.3%
Description of sample source _ EX. SHORE TANK NO. 3 AFTER DISCHARGE OF B NO. 105
Samples Brawn by (company) INSPECTORATE
Samples Tested by (company) INSPECTORATE

Tests being Performed Test method Minimum Maximum Sample Source
GRAVITY, APl @60 F ASTM D 1298 15.8
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 226.0
POUR POINT, F ASTM D 97 +57.2
WATER & SEDIMENT, % VOL. ASTM D 1796 ‘ 0.10
SULPHUR, % WT. ASTM D 4294 0.315
ASH, % WT. ASTM D 482 0.04
VANADIUM, PPM AAAE 14
SODIUM, PPM AAIAE 25
BTU'S/POUND CALCULATION 18,758
BTU'S/GALLON CONVERSION 150,064
NITROGEN, % WT. ASTM D 3228 : 0.378
CARBON RESIDUE, % WT. ASTM D 4530 9.04
ASPHALTENES, % WT. IP-143 2.50

DENNIS E. CURTIS
SPLAB REV 1-98 Inspeciorate America Corp (Searsport, Me.)




Inspectorate America
178 Mortland Road
Searsport, Maine 04974

{207)548-6440 \/

o\ QUALITY CERTIFICATE

INSPECTORATE R— ' "
Vessel SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report SP/2000/1022
Customer SPRAGUE [ate October 16, 2000 Reference
Operation ANALYSIS Termminal SPRAGUE Sample # 2460303
Name of material being tested NO. 6 FUEL Oll. 0.3%
Description of sample source EX. SHORE TANK NO. 3 AFTER DISCHARGE OF B NO. 105
Samples Drawn by (company) INSPECTORATE
Samples Tested by (company) INSPECTORATE

Tests being Performed Test method Minimum  Maximum Sample Source

GRAVITY,API@ 60 F ASTM D 1298 139
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @122 F ASTM D 445/2161 2220
POUR POINT, F ASTM D97 518
WATER & SEDIMENT, % VOL.. ASTM D 1796 0.20
SULPHUR, % WT. ASTM D 4294 0.29
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM AAJAE 36
SODIUM, PPM AAJAE 8
BTU'S/POUND CALCULATION 18,650
BTU'S/GALLON CONVERSION 151,158
NITROGEN, % WT. ASTM D 3228 0.393
CARBON RESIDUE, % WT. ASTM D 4530 9.11

ASPHALTENES, % WT. IP-143 5.83

DENNIS E. CURTIS
SPLAB REV 1-98 inspectorate America Corp (Searsport, Me.)




Inspectorate America
178 Mortland Road
Searsport, Maine 04974
{207)548-6440

Vesshl SHORE TANK NO. 3
Custhmer  SPRAGUE ENERGY

rhtion ANALYSIS

QUALITY CERTIFICATE
Port BUCKSPORT, MAINE Report SPI2000/0907
Date September 1, 2000 : Reference
Terminal SPRAGUE ENERGY Sample # 2460255

‘ &f material being tested

NO. 6 FUEL OIL 0.3 %

EX. SHORE TANK NO. 3 AFTER DISCHARGE OF B NO. 115

ip ey

o

ples Drawn by (company) INSPECTORATE
ples Tested by (company) INSPECTORATE
Tests being Performed Test method Minirmum  Maximum Sample Source i

GRAVITY, APl @60 F ASTM D 1298 154
FLASH/POINT, F ASTM D 93 200+
VISC;iO$ITY, SSF@ 122 F ASTM D 445/2161 260.0
POUR POINT, F ASTM D 97 338
WAT EF?L & SEDIMENT, % VOL. ASTM D 1796 0.30 !
SULRHUR, % WT. ASTM D 4294 0.33 '
ASH] % WT. ASTM D 482 0.04
VANADIUM, PPM AA/AE 79
SOD|UM, PPM AAJAE 12
BTUj SIIT"OUND CALCULATION 18,689
BTU SIGi?:ALLON CONVERSION 150,003
NITRIOGEN, % WT. ASTM D 3228 0.398
CARBON RESIDUE, % WT. ASTM D 4530 10.08
ASPHALTENES, % WT. 1P-143 4.07

SPLAR REV 1-98

e I

DENNIS E. CURTIS

Inspectorate America Corp (Searsport, Ms.)

i 6 A



Inspectorate America }; }/Q
178 Mortland Road j&;\
Searsport, Maine 04974 1
{207)548-6440

QUALITY CERTIFICATE

Yessel SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report  SP/2000/0713
Customer SPRAGUE Date July 11, 2060 Reference

DOperation ANALYSIS Terminal Sample # 2460190
Name of material being tested NO. 6 FUEL OIL 0.5% 1
Description of sample source EX. TANK NO. 3 AFTER DISCHARGE OF B NO. 115
Samples Drawn by {company) INSPECTORATE

Samples Tested by (company) INSPECTORATE
! Tests being Performed Tast method Minimuwn Maximam Sample Bource
GRAVITY, API@ G0 F ASTM D 1298 15.7
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 189.6
POUR POINT, F ASTM D g7 41.0
WATER & SEDIMENT, % VOL. ASTM B 1796 0.20
SULPHUR, % WT. ASTM D 4294 0.36

SH, % WT. ASTM D 482 0.05

-ANADIUM, PPM AAAE 18
SODIUM, PPM AAAE 20
BTU'S/POUND CALCULATION 18,726
BTU'S/GALLON CONVERSION 149,902
NITROGEN, % WT. ASTM D 3228 0.438
CARBON RESIDUE, % WT. ASTM D 4530 9.89
ASPHALTENES, % WT. IP-143 217

- LALAB REV 7-98

DENNIS E. CURTIS

Inspactorate Amerfca Corp (Searsport, Me.)




Inspectorate America
178 Mortland Road
Searsport, Maine 04974

R

{207)548-6440
QUALITY CERTIFICATE

Yessel SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report  SP/2000/0705
Customer SPRAGUE Date July 3, 2000 Reference

Operation ANALYSIS Terminal SPRAGUE Sample # 2460181
Name of material being tested NO. 6 FUEL OIL 0.5%

Description of sample source EX. TANK NO. 3 AFTER DISCHARGE OF M/V UNITED TRITON
Samples Drawn by {company) INSPECTORATE

Samples Tested by (company) INSPECTORATE
| Tests being Performed Test method inimum  Maximum Sample Source
GRAVITY, API@ 60 F ASTM D 1298 16.0
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 1116
POUR POINT, F ASTM D 97 374
WATER & SEDIMENT, % VOL. ASTM D 1796 0.20
SULPHUR, % WT. ASTM D 4294 0.45

SH, % WT. ASTM D 482 0.03

-ANADIUM, PP AAJAE 10
SODIUM, PPM AANAE 16
BTU'S/POUND CALCULATION 18,731
BTU'S/GALLON CONVERSION 149,642
NITROGEN, % WT. ASTM D 3228 0.487
CARBON RESIDUE, % WT. ASTM D 4530 10.86
ASPHALTENES, % WT. 1P-143 3.75

. _PLAB REV 1-98

DENNIS E. CURTIS

brspectoraie America Corp (Searsport, Me.}




Inspectorate America
178 Mortland Road
Searsport, Maine 04974

(207)548-6440

QUALITY CERTIFICATE
Wessel SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report SP/2000/06604
Customer SPRAGUE Date June 6, 2000 Reference
Operation ANALYSIS Terminal SPRAGUE Sampile# 2460144

NO. 6 FUEL CIL 0.5%

Name of material being tested
Description of sample source

EX. TANK NO. 3 AFTER DISCHARGE OF B NO. 115

Samples Drawn by (company) iINSPECTORATE

Sampies Tested by (company) INSPECTORATE
i Tests being Performed Test method Minimem Madimem Sample Source
GRAVITY, APL @ 60 F ASTM D 1298 14.8
FLASH POINT, F ASTMD 93 194
VISCOSITY, SSF @ 122 F ASTM D 445/2161 285.0
PQUR POINT, F ASTM D 97 554
WATER & SEDIMENT, % VOL. ASTM D 1798 0.30
SULPHUR, % WT. ASTM D 4294 0.34
ASH, % WT. ASTM D 482 0.03
VANADIUM, PPM AAAE 32
SODIUM, PPM AAIAE 16
BTU'S/POUND CALCULATION 18,671
BTU'S/GALLON CONVERSION 150,395
NITROGEN, % WT. ASTM D 3228 0.439
CARBON RESIDUE, % WT. ASTM D 4530 9.86
ASPHALTENES, % WT. 1P-143 3.48

SPLAB REY 7-38

DENNIS E. CURTIS

inspeciorsia America Corp (Searsport, 8e.)



inspectorate America
178 Mortiand Road
Searsport, Maine 04974
{207)548-6440

QUALITY CERTIFICATE

essel SHORE TANK NO. 3 Fort BUCKSPCRT, MAINE Report  SP/2000/0512
Customer SPRAGUE Date May 11, 2000 Reference

Operation ANALYSIS Terminal  SPRAGUE - Sample# 24604124
Name of material being tested L NO. 6 FUEL OIL 0.5%

Description of sample source EX. TANK NO. 3 AFTER DISCHARGE OF B.NO. 105

Samples Drawn by (company) INSPECTORATE

Samples Tested by (company) INSPECTORATE

| Tests being Performed Test method Minimum  Maximum Sample Source
GRAVITY, API@ 60 F ASTM D 1298 13.9
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF@ 122 F ASTM D 445/2161 1676
PCUR POINT, F ASTM D 97 538
WATER & SEDIMENT, % VOL. ASTM D 1756 0.20
SULPHUR, % WT. ASTM D 4294 0.44
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM AAMAE 14
SODIUM, PPM AAAE 12
BTU'S/POUND CALCULATION 18,628
BTU'S/GALLON CONVERSION 150,980
NITROGEN, % WT. ASTM D 3228 0.371
CARBON RESIDUE, % WT. ASTM D 4530 10.21
ASPHALTENES, % WT. IP-143 503

SPLAB REY 1-98

DENNIS E. CURTIS

Inspeciorate America Corp {Searspori Me )



Inspectorate America
178 Mortland Road
Searsport, Maine 04574
(207)548-6440

QUALITY CERTIFICATE

Vessel SHORE TANK NO. 3
Customer SPRAGUE
Cperation ANALYSIS

Port BUCKSPORT, MAINE Report SP2600/0422

Daie April 18, 2000
Terminal SPRAGUE

Reference
Sample # 2460095

Name of material being tested
Description of sample source

Samples Drawn by (company)
Samples Tested by {company)

NO. 6 FUEL OIL 0.5%

EX. TANK NO. 3 AFTER DISCHARGE CF KTC 155

INSPECTORATE
INSPECTORATE

| Tests being Performed Test method Kirimum Maximum Sample Source
GRAVITY, APl @60 F ASTM D 1298 12.7
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 153.9
POUR POINT, F ASTMD 97 50.0
WATER & SEDIMENT, % VOL. ASTM D 1796 0.30
SULPHUR, % WT. ASTM D 4294 0.48
ASH, % WT. ASTM D 482 0.08
VANADIUM, PPM AAAE 13
SODIUM, PPM AAJAE 16
BTU'S/POUND CALCULATION 18,538
BTU'S/GALLON CONVERSION 151,493
NITROGEN, % WT. ASTM D 3228 0.394
CARBON RESIDUE, % WT. ASTM D 4530 9.09
ASPHALTENES, % WT. IP-143 7.42

SPLAB REY 1-88

DENNIS E. CURTIS

Inspeciorate America Corp (Searsport, Me)



Inspectorate America
178 Mortland Road
Searsport, Maine 04974

{207)548-6440

QUALITY CERTIFICATE

Yesseal SHORE TANK NO. 3 Port BUCKSPORT, MAINE Report SP/2000/0332
Customer SPRAGUE Diate March 27, 2000 Reference
Operation ANALYSIS Terminal SPRAGUE Sample # 2460069

Name of material heing tested
Description of sample source

Samples Drawn by (company)
Samples Tested by (company)

NO. 6 FUEL OIL 0.5%

EX. TANK NO. 3 AFTER DISCHARGE OF MORANIA 460

INSPECTORATE
INSPECTORATE

L Tests being Performed

Tast methed Minmum  MaxBnum Samiple Source

GRAVITY, APl @ 60 F ASTM D 1298 13.9
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 284
POUR POINT, F ASTM D 97 50
WATER & SEDIMENT, % VOL. ASTM D 1798 0.25
SULPHUR, % WT. ASTM D 4294 0.48
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM AAJAE 15
SODIUM, PPM AAIAE 17
BTU'S/POUND CALCULATION 18,613
BTU'S/GALLON CONVERSION 150,858
NITROGEN, % WT. ASTM D 3228 0.362
CARBON RESIDUE, % WT. ASTM D 4530 10.29
ASPHALTENES, % WT. IP-143 6.78

SPLAB REV 1-98

DENNIS E. CURTIS

inspectorate America Corg (Searspord, Me,)




Inspectorate America

478 Mortland Road
Searsport, Maine 04374
(207)548-6440
QGUALITY CERTIFICATE

Yessel SHORE TNK NO. 3 Port BUCKSPORT, MAINE Report SPI2000/0327
Customer SPRAGUE Date March 22, 2000 Referance

Cperation ANALYSIS Terminal SPRAGUE : Sample ¥ 2460067
Name of material being tested NO. 6 FUEL OIL 0.5%
Description of sample source EX. TANK NO. 3 AFTER DISCHARGE OF B NO. 85
Samples Drawn by (compary) INSPECTORATE

Samples Tested by {(company) INSPECTORATE
i Tests being Performed Test method Minimum  Maximum Sample Source i
GRAVITY, API@ 60 F ‘ ASTM D 1298 14.3
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 198.2
POUR POINT, F ASTM D 97 50
WATER & SEDIMENT, % VOL. ASTM D 1796 0.1
SULPHUR, % WT. ASTM D 4294 0.39
ASH, % WT. ASTM D 482 0.03
VANADIUM, PPM AAIAE 8
SODIUM, PPM AA/AE 10
BTU'S/POUND CALCULATION 18,677
BTU'S/GALLLON CONVERSION 150,948
NITROGEN, % WT. ASTM D 3228 0.437
CARBON RESIDUE, % WT. ASTM D 4530 10.03
ASPHALTENES, % WT. IP-143 2.01

DENNIS E. CURTIS
SPLAB REV 1-88 inspeciorate America Corp (Searsport, e}




Inspectorate America

178 Mortiand Road
Searsport, Maine 04974
(207)548-6440
QUALITY CERTIFICATE

essel SHORE TANK NQ. 3 Port BUCKSPORT, MAINE Report  SP2000/0231
Customer SPRAGUE ENERGY Date February 24, 2000 Reference

Qperafion ANALYSIS Terminai SPRAGUE ENERGY Sample £ 2025987
Name of materiai being tested NO. 6 FUEL OIL 0.5% l
Description of sampie source EX. TANK NO. 3 AFTER DISCHARGE OF 8 NO. 165
Samples Drawn by {company) INSPECTORATE

Samples Tested by {company) INSPECTORATE
| Tests being Performed Test method Minimum  Maximum Sample Source
GRAVITY API@ 60 F ASTM D 1208 14.2
FLASH POINT, F ASTM D 83 200+
VISCOSITY, SSF @ 122F ASTM D 4452161 166.2
POUR POINT, F ASTM D g7 30.2
WATER & SEDIMENT, % VOL. ASTM D 1798 02
SULPHUR, % WT. ASTM D 4254 0.48

ASH, % WT. ASTM D 482 004
VANADIUM, PPM AAIAE 12
SOCIUM, PPM AAIARE 15
BTU'S/POUND CALCULATION 18,639
BTU'S/GALLON CONVERSION 150,752
NITROGEN, % WT. ASTM D 3228 0.391
CARBON RESIDUE, % WT. ASTM D 4530 10.14
ASPHALTENES, % WT. IP-143 6.46

SPLAB REV 1-98

DENNIS E. CURTIS

Inspeciorate America Corp {Searsport, e}



- INSPECTORATE Lab Ref: 2025978

Jobr No.: SBE/2000/0915

Client Ref: N/A
CERTIFICATE OF ANALYSIS Date; Feb §, 20‘30 -

Grade | NO. 6 FUEL OIL 0.5% .
vesgel | o .
Tarminal SPRAGUE ENERGY CORP. BUCKSPORT, HMAINE
Sample From SHORE TANK NO., 3 AFTER DISCHARGE OF MORANIA 460
Sample Submitted From INSPECTORATE AMERICA CORP.
Analysis Performed By | INSPECTORATE AMERICA CORP.

The Above Sample Was Examined ,The Following Results Obtained In Our Laboratory

Test Method - Results
GRAVITY, API @ 60 F AST™ D 1298 11.4
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @& 122 F ASTM D 445/2161 76.6
POUR POINT, F ASTM D 97 +39.2
WATER & SEDIMENT, % VOL. ASTM D 1796 0.20
SULPHUR, % WT. ASTM D 4294 0.48
ASH, % WT. . ASTM D 482 0.04
VANADIUM, PPM " AA/AE 9
SODIUM, PPM LA /AE 12 '
BTU* S /POUND CALCULATION 18,498
.BTU'S/GALLON CONVERSION 152,553
NITROGEN, % WT. ASTM D 3228 0.376
CARBON RESIDUE, % WT. ASTM D 4530 10.41
ASPHALTENES, & WT. . IPp-143 7.58

For Inapectorate

Q-ANAL
Rev #1 - 9/92
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M’Q Inspectorate America
178 Mortland Road
Searsport, Maine 04974

(207)548-8440

GQUALITY CERTIFICATE

Vessel SHORE TANK NO. 3
Customer SPRAGUE ENERGY
COperation ANALYSIS

Port BUCKSPORT, MAINE Report SP/2000/0316

Date March 9, 2000
Terinal SPRAGUE ENERGY

Reference
Sample# 1328057

Name of material being tested
Description of sample source

NOG. 6 FUEL OIL 0.5%

EX. TANK NO. 3 AFTER DISCHARGE OF FLORIDA

Samples Drawn by (company) INSPECTORATE
Sampies Tested by (company) INSPECTORATE
[ Tests being Performed Test method Minmum  Maximuem | Sample Source
GRAVITY, APl @ 60 F ASTM D 1298 15.4
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 183.1
POUR POINT, F ASTMD 97 446
WATER & SEDIMENT, % VOL. ASTM D 1796 02
SULPHUR, % WT. ASTM D 4294 0.48
ASH, % WT. ASTM D 482 0.04
VANADIUM, PPM AA/AE 10
SODIUM, PPM AAIAE 19
BTU'S/POUND CALCULATION 18,696
BTU'S/GALLON CONVERSION 149,979
NITROGEN, % WT. ASTM D 3228 0.367
CARBON RESIDUE, % WT. ASTM D 4530 10.48
ASPHALTENES, % WT. IP-143 6.06

SPLAB REV 1-98

DENNIS E. CURTIS

Inspeciorate America Corp {Searsport, e,





